
     

  AUTHORIZATION TO MARK

Applicant: Manufacturer:

Address: Address:

Country: Country:

Contact: Contact:

Phone: Phone:

FAX: FAX:

Email: Email:

1

Standard(s):

Product:

Brand Name:

Models:

This Authorization to Mark is for the exclusive use of Intertek's Client and is provided pursuant to the Certification agreement between Intertek and its Client. Intertek's responsibility and liability are 

limited to the terms and conditions of the agreement. Intertek assumes no liability to any party, other than to the Client in accordance with the agreement, for any loss, expense or damage occasioned 

by the use of this Authorization to Mark. Only the Client is authorized to permit copying or distribution of this Authorization to Mark and then only in its entirety. Use of Intertek’s Certification mark is 

restricted to the conditions laid out in the agreement and in this Authorization to Mark. Any further use of the Intertek name for the sale or advertisement of the tested material, product or service must 

first be approved in writing by Intertek. Initial Factory Assessments and Follow up Services are for the purpose of assuring appropriate usage of the Certification mark in accordance with the 

agreement, they are not for the purposes of production quality control and do not relieve the Client of their obligations in this respect.

Intertek Testing Services NA Inc.

545 East Algonquin Road, Arlington Heights, IL 60005

Telephone 800-345-3851 or 847-439-5667  Fax 312-283-1672

Batteries for Use in Stationary, Vehicle Auxiliary Power and Light Electric Rail (LER) Applications 

[ANSI/CAN/UL 1973:2018 Ed.2]

Automatic Electrical Controls - Part 1: General Requirements [UL 60730-1:2016 Ed.5]

Residential Energy Storage system

BAT-10K1P

SolarEdge

Control Number: 4004590 Authorized by:  

for L. Matthew Snyder, Certification Manager

This document supersedes all previous Authorizations to Mark for the noted Report Number.

oren.b@solaredge.com 

meir.a@solaredge.com

Elaine_ouyang@jabil.com

Party Authorized To Apply Mark: Same as Manufacturer

Report Issuing Office: Intertek Testing Services NA, Inc., Cortland, NY

Mr. Oren Bachar 

Mr. Meir Adest

Elaine Ouyang

+972 9 957 6620 #271 

+972 9 957 6620 #131 

+972 50 227 7119

020-2805-4025  

135-7023-5852

+972 9 957 6591 NA

SolarEdge Technologies Ltd Jabil Circuit (Guangzhou) LTD

1 HaMada Street

Herzliya 4673335

DEV EAST DISTRICT

128 JUN CHENG RD

GUANGZHOU 

GUANGDONG 510530

Israel China

This authorizes the application of the Certification Mark(s) shown below to the models described in the Product(s)
Covered section when made in accordance with the conditions set forth in the Certification Agreement and Listing
Report. This authorization also applies to multiple listee model(s) identified on the correlation page of the Listing
Report.

This document is the property of Intertek Testing Services and is not transferable. The certification mark(s) may be
applied only at the location of the Party Authorized To Apply Mark.

Page 1 of 5   ATM for Report 104382382CRT-001  ATM Issued: 17-Jun-2021

ED 16.3.15 (5-Jun-2021) Mandatory



     

  AUTHORIZATION TO MARK

Applicant: Manufacturer:

Address: Address:

Country: Country:

Contact: Contact:

Phone: Phone:

FAX: FAX:

Email: Email:

2

Standard(s):

Product:

Brand Name:

Models: BAT-10K1P

This Authorization to Mark is for the exclusive use of Intertek's Client and is provided pursuant to the Certification agreement between Intertek and its Client. Intertek's responsibility and liability are 

limited to the terms and conditions of the agreement. Intertek assumes no liability to any party, other than to the Client in accordance with the agreement, for any loss, expense or damage occasioned 

by the use of this Authorization to Mark. Only the Client is authorized to permit copying or distribution of this Authorization to Mark and then only in its entirety. Use of Intertek’s Certification mark is 

restricted to the conditions laid out in the agreement and in this Authorization to Mark. Any further use of the Intertek name for the sale or advertisement of the tested material, product or service must 

first be approved in writing by Intertek. Initial Factory Assessments and Follow up Services are for the purpose of assuring appropriate usage of the Certification mark in accordance with the 

agreement, they are not for the purposes of production quality control and do not relieve the Client of their obligations in this respect.

Intertek Testing Services NA Inc.
545 East Algonquin Road, Arlington Heights, IL 60005

Telephone 800-345-3851 or 847-439-5667  Fax 312-283-1672

Batteries for Use in Stationary, Vehicle Auxiliary Power and Light Electric Rail (LER) Applications 
[ANSI/CAN/UL 1973:2018 Ed.2]

Automatic Electrical Controls - Part 1: General Requirements [UL 60730-1:2016 Ed.5]

Residential Energy Storage system

SolarEdge

Control Number: 4004590 Authorized by:  

for L. Matthew Snyder, Certification Manager

This document supersedes all previous Authorizations to Mark for the noted Report Number.

 oren.b@solaredge.com
meir.a@solaredge.com

jermaine.white@solaredge.com

Party Authorized To Apply Mark: Same as Manufacturer

Report Issuing Office: Intertek Testing Services NA, Inc., Cortland, NY

 Mr. Oren Bachar
Mr. Meir Adest

Jermaine White

 +972 9 957 6620 #271
 +972 9 957 6620 #131

+972 50 227 7119

+1 510-498-3201

+972 9 957 6591 NA

SolarEdge Technologies Ltd SolarEdge Technologies Inc

1 HaMada Street
Herzliya 4673335

447 Ingenuity Avenue Suite 120, Bldg. 
B,Sparks, NV 89441

Israel USA

This authorizes the application of the Certification Mark(s) shown below to the models described in the Product(s)
Covered section when made in accordance with the conditions set forth in the Certification Agreement and Listing
Report. This authorization also applies to multiple listee model(s) identified on the correlation page of the Listing
Report.

This document is the property of Intertek Testing Services and is not transferable. The certification mark(s) may be
applied only at the location of the Party Authorized To Apply Mark.

Page 2 of 5   ATM for Report 104382382CRT-001   ATM Issued: ________________
ED 16.3.15 (5-Jun-2021) Mandatory



     

  AUTHORIZATION TO MARK

Applicant: Manufacturer:

Address: Address:

Country: Country:

Contact: Contact:

Phone: Phone:

FAX: FAX:

Email: Email:

3

Standard(s):

Product:

Brand Name:

Models:

Residential Energy Storage system

SolarEdge

BAT-10K1P

for L. Matthew Snyder, Certification Manager

This document supersedes all previous Authorizations to Mark for the noted Report Number.
This Authorization to Mark is for the exclusive use of Intertek's Client and is provided pursuant to the Certification agreement between Intertek and its Client. Intertek's responsibility and liability are 

limited to the terms and conditions of the agreement. Intertek assumes no liability to any party, other than to the Client in accordance with the agreement, for any loss, expense or damage occasioned 

by the use of this Authorization to Mark. Only the Client is authorized to permit copying or distribution of this Authorization to Mark and then only in its entirety. Use of Intertek’s Certification mark is 

restricted to the conditions laid out in the agreement and in this Authorization to Mark. Any further use of the Intertek name for the sale or advertisement of the tested material, product or service must 

first be approved in writing by Intertek. Initial Factory Assessments and Follow up Services are for the purpose of assuring appropriate usage of the Certification mark in accordance with the 

agreement, they are not for the purposes of production quality control and do not relieve the Client of their obligations in this respect.

Intertek Testing Services NA Inc.

545 East Algonquin Road, Arlington Heights, IL 60005

Telephone 800-345-3851 or 847-439-5667  Fax 312-283-1672

Batteries for Use in Stationary, Vehicle Auxiliary Power and Light Electric Rail (LER) Applications 

[ANSI/CAN/UL 1973:2018 Ed.2]

Automatic Electrical Controls - Part 1: General Requirements [UL 60730-1:2016 Ed.5]

Party Authorized To Apply Mark: Same as Manufacturer

Report Issuing Office: Intertek Testing Services NA, Inc., Cortland, NY

Control Number: 4004590 Authorized by:  

+972 9 957 6620 #271 

+972 9 957 6620 #131 

+972 50 227 7119

+36 92 507134

+972 9 957 6591 +36 92 552033

oren.b@solaredge.com 

meir.a@solaredge.com

balazs.banics@flextronics.com

SolarEdge Technologies Ltd Flextronics ZALA

1 HaMada Street

Herzliya 4673335

Posta u. 63

Zalaegerszeg 8900

Israel Hungary

Mr. Oren Bachar 

Mr. Meir Adest

Balázs Banics

Product(s)
Listing
Listing

be

This authorizes the application of the Certification Mark(s) shown below to the models described in the Product(s)
Covered section when made in accordance with the conditions set forth in the Certification Agreement and Listing
Report. This authorization also applies to multiple listee model(s) identified on the correlation page of the Listing
Report.

This document is the property of Intertek Testing Services and is not transferable. The certification mark(s) may be
applied only at the location of the Party Authorized To Apply Mark.

Page 3 of 5   ATM for Report 104382382CRT-001  ATM Issued: 17-Jun-2021

ED 16.3.15 (5-Jun-2021) Mandatory



     

  AUTHORIZATION TO MARK

Applicant: Manufacturer:

Address: Address:

Country: Country:

Contact: Contact:

Phone: Phone:

FAX: FAX:

Email: Email:

4

Standard(s):

Product:

Brand Name:

Models: BAT-10K1P

This Authorization to Mark is for the exclusive use of Intertek's Client and is provided pursuant to the Certification agreement between Intertek and its Client. Intertek's responsibility and liability are 

limited to the terms and conditions of the agreement. Intertek assumes no liability to any party, other than to the Client in accordance with the agreement, for any loss, expense or damage occasioned 

by the use of this Authorization to Mark. Only the Client is authorized to permit copying or distribution of this Authorization to Mark and then only in its entirety. Use of Intertek’s Certification mark is 

restricted to the conditions laid out in the agreement and in this Authorization to Mark. Any further use of the Intertek name for the sale or advertisement of the tested material, product or service must 

first be approved in writing by Intertek. Initial Factory Assessments and Follow up Services are for the purpose of assuring appropriate usage of the Certification mark in accordance with the 

agreement, they are not for the purposes of production quality control and do not relieve the Client of their obligations in this respect.

Intertek Testing Services NA Inc.

545 East Algonquin Road, Arlington Heights, IL 60005

Telephone 800-345-3851 or 847-439-5667  Fax 312-283-1672

Batteries for Use in Stationary, Vehicle Auxiliary Power and Light Electric Rail (LER) Applications 

[ANSI/CAN/UL 1973:2018 Ed.2]

Automatic Electrical Controls - Part 1: General Requirements [UL 60730-1:2016 Ed.5]

Residential Energy Storage system

SolarEdge

Control Number: 4004590 Authorized by:  

for L. Matthew Snyder, Certification Manager

This document supersedes all previous Authorizations to Mark for the noted Report Number.

oren.b@solaredge.com 

meir.a@solaredge.com

MARIMUTHU_CHANDRAN@Jabil.com

Party Authorized To Apply Mark: Same as Manufacturer

Report Issuing Office: Intertek Testing Services NA, Inc., Cortland, NY

Mr. Oren Bachar 

Mr. Meir Adest

Marimuthu Chandran

+972 9 957 6620 #271 

+972 9 957 6620 #131 

+972 50 227 7119

+84 28 3733 2030

+972 9 957 6591 NA

SolarEdge Technologies Ltd Jabil Vietnam Co. Ltd. 

1 HaMada Street

Herzliya 4673335

Lot i8-1, Saigon Hi-tech Park, District 9, 

HCM City, Vietnam, 70000

Israel Vietnam

Product(s)
Listing
Listing

be

This authorizes the application of the Certification Mark(s) shown below to the models described in the Product(s)
Covered section when made in accordance with the conditions set forth in the Certification Agreement and Listing
Report. This authorization also applies to multiple listee model(s) identified on the correlation page of the Listing
Report.

This document is the property of Intertek Testing Services and is not transferable. The certification mark(s) may be
applied only at the location of the Party Authorized To Apply Mark.

Page 4 of 5   ATM for Report 104382382CRT-001  ATM Issued: 17-Jun-2021

ED 16.3.15 (5-Jun-2021) Mandatory



     

  AUTHORIZATION TO MARK

Applicant: Manufacturer:

Address: Address:

Country: Country:

Contact: Contact:

Phone: Phone:

FAX: FAX:

Email: Email:

5

Standard(s):

Product:

Brand Name:

Models:

Residential Energy Storage system

SolarEdge

BAT-10K1P

for L. Matthew Snyder, Certification Manager

This document supersedes all previous Authorizations to Mark for the noted Report Number.
This Authorization to Mark is for the exclusive use of Intertek's Client and is provided pursuant to the Certification agreement between Intertek and its Client. Intertek's responsibility and liability are 

limited to the terms and conditions of the agreement. Intertek assumes no liability to any party, other than to the Client in accordance with the agreement, for any loss, expense or damage occasioned 

by the use of this Authorization to Mark. Only the Client is authorized to permit copying or distribution of this Authorization to Mark and then only in its entirety. Use of Intertek’s Certification mark is 

restricted to the conditions laid out in the agreement and in this Authorization to Mark. Any further use of the Intertek name for the sale or advertisement of the tested material, product or service must 

first be approved in writing by Intertek. Initial Factory Assessments and Follow up Services are for the purpose of assuring appropriate usage of the Certification mark in accordance with the 

agreement, they are not for the purposes of production quality control and do not relieve the Client of their obligations in this respect.

Intertek Testing Services NA Inc.

545 East Algonquin Road, Arlington Heights, IL 60005

Telephone 800-345-3851 or 847-439-5667  Fax 312-283-1672

Batteries for Use in Stationary, Vehicle Auxiliary Power and Light Electric Rail (LER) Applications 

[ANSI/CAN/UL 1973:2018 Ed.2]

Automatic Electrical Controls - Part 1: General Requirements [UL 60730-1:2016 Ed.5]

Party Authorized To Apply Mark: Same as Manufacturer

Report Issuing Office: Intertek Testing Services NA, Inc., Cortland, NY

Control Number: 4004590 Authorized by:  

+972 9 957 6620 #271 

+972 9 957 6620 #131 

+972 50 227 7119

+972-52-5734287 

+972-54-9050642

+972 9 957 6591 NA

oren.b@solaredge.com 

meir.a@solaredge.com

Yossi.Murciano@solaredge.com 

Eran.Hochman@solaredge.com

SolarEdge Technologies Ltd SolarEdge Sella1

1 HaMada Street

Herzliya 4673335

2 Hamerkava St. PO Box 70004 Ziporit 

Industrial Zone 

Nof Hagalil, 1789058

Israel Israel

Mr. Oren Bachar 

Mr. Meir Adest

Yossi Murciano 

Eran Hochman

Product(s)
Listing
Listing

be

This authorizes the application of the Certification Mark(s) shown below to the models described in the Product(s)
Covered section when made in accordance with the conditions set forth in the Certification Agreement and Listing
Report. This authorization also applies to multiple listee model(s) identified on the correlation page of the Listing
Report.

This document is the property of Intertek Testing Services and is not transferable. The certification mark(s) may be
applied only at the location of the Party Authorized To Apply Mark.

Page 5 of 5   ATM for Report 104382382CRT-001  ATM Issued: 17-Jun-2021

ED 16.3.15 (5-Jun-2021) Mandatory


